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Anzugsdrehmoment:
Tightening torque :
Couple de serrage :

0,3 0,1 Nm
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Steel door
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Glass door
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Kein Spiel
No space
Sans jeu

Bei Stahltür
For steel door
Pour porte acier
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3 0,4Nm
Anzugsdrehmoment:
Tightening torque :
Couple de serrage :

Anzugsdrehmoment:
Tightening torque :
Couple de serrage :

4,5 0,6Nm

Pos.10 auf den Bolzen zentrieren
Center pos.10 to the stud
Centrer pos.10 sur le goujon

nVent.com
4/474230-060_BET    Rev.A

HTTP://www.nVent.com

	01
	Drawing View3
	Drawing View37
	Drawing View58

	02
	Drawing View7
	Drawing View32
	Drawing View33
	Drawing View34
	Drawing View60
	Drawing View61
	Drawing View62
	Drawing View63
	Drawing View64
	Drawing View70
	Drawing View71
	Drawing View82
	Drawing View83

	03
	Drawing View17
	Drawing View55
	Drawing View59
	Detail View N (1 : 1)
	Drawing View75
	Drawing View87
	Drawing View88

	04
	Drawing View30
	Drawing View68
	Detail View M (1 : 4)
	Drawing View77
	Detail View O (1 : 5)
	Drawing View79
	Drawing View80
	Drawing View84
	Drawing View85


